
Applied Technology Services
1210 D Street, Rock Springs, WY 82901 (307)352-7292

Meter Name:
Field Name:
Analyst:

Tracy Trust 3-2                                                         
BOISE BASIN
PUTNAM

Meter Loc. #:
Cylinder Pressure:
Line Pressure:

TT0302
420 psig
420 psig

Report Date:
Sample Date(s):
Flowing Temp:

10/27/2010 11:22:00
10/12/2010
78° F

Gas Analysis by Chromatograph
NAME MOLE% BTU SG GPM
Nitrogen 0.3414 0 0.0033 0
Methane 91.5687 926.9835 0.5072 0
CO2 0.1363 0 0.0021 0
Ethane 3.5719 63.3582 0.0371 0.955
H2S 0 0 0 0
Propane 2.4106 60.7934 0.0367 0.6639
i-Butane 0.5848 19.0611 0.0117 0.1913
n-Butane 0.7472 24.4323 0.015 0.2355
i-Pentane 0.2158 8.6539 0.0054 0.0789
n-Pentane 0.1915 7.6944 0.0048 0.0694
Hexanes 0.1492 7.1122 0.0044 0.0613
Heptanes 0.0615 3.3919 0.0021 0.0284
Octanes 0.0204 1.2777 0.0008 0.0104
Nonanes 0.0007 0.0491 0 0.0004
Ideal Total 100.0 1122.8079 0.6306 2.2946

Gross BTU/Real Cu Ft. @60 deg F    Gasoline Content
Pressure Base = 14.73 14.65 15.025    Pressure Base =14.73

Dry = 1125.7845 1119.6542 1148.3918    Propane GPM =0.6639
Saturated = 1107.479 1101.3467 1130.0934    Butane GPM =0.4268

Actual BTU = 1125.7845 1119.6542 1148.3918    14# Gasoline GPM =0.2618
Real S. G. = 0.632055 0.632046 0.632089    26# Gasoline GPM =0.3702

Compressibility 0.997356 0.99737 0.997303 Total GPM =2.2946

Sulfur Content Dewpoints
Mercaptans ppm = N/A H2O #/mmcf = N/A

H2S ppm = N/A Hydrocarbon °F = N/A
  @ psig = N/A

Comments


